The paper deals with the important issue of boiling heat transfer enhancement using mechanical treatment of the heater surface. The surface has been modified in such a way that microfins have been produced. The application of such a structure leads to highly increased heat fluxes in relation to the smooth surface as has been presented and discussed in the paper. The experiments including distilled water and ethyl alcohol on the horizontal copper samples of 3 cm diameter have been considered. The heat flux value of microfinned surface was even nine times higher than the heat flux dissipated from the smooth surface without any coating. It proves a considerable enhancement of boiling with the application of the mechanically treated surfaces of heat exchangers.
INTRODUCTION
Surface microgeometry is a vital parameter that affects boiling heat transfer and the phase -change heat exchangers' thermal performance. In (Nishikawa et al., 1982) tests of the impact of pressure and surface roughness on boiling of R-11, R-21, R-113 and R-114 on vertical smooth copper surfaces of diameter 20 mm and 40 mm were presented. Reduced pressures varied from 0.03 to 0.98. Roughness, according to DIN 4762, amounted to 0.022 m -4.31 m. The authors found that the most important influence of roughness on the heat transfer coefficient could have been observed under small pressure values, and for higher pressures this effect diminishes and disappears when pressure is critical. In (Ribatski and Saiz Jabardo, 2003) the effects of roughness were analysed and it was found out that a rise in heat flux with surface roughness is related to a bigger number of vapour producing active nucleation centers. Consequently, heat flux is enhanced on surfaces of higher roughness. In (Hosseini et al., 2011) experimental study of boiling of R-113 on horizontal copper surfaces of different average roughness: 0.901 m, 0.735 m, 0.65 m and 0.09 m has been presented. It was found that the value of the heat transfer coefficient increased with increasing roughness. The specimen whose roughness was equal to 0.901 m provided 38.5% higher value of the heat transfer coefficient in relation to the smoothest surface of 0.09 m. The already mentioned paper by (Ribatski and Saiz Jabardo, 2003) also considered an influence of the heater surface material that -as it was stated in the article -is dependent on the working fluid. For the agent R-11 and roughness value of 0.16 m the best results were obtained for the brass heater. Nevertheless, the boiling curves for R-12 and brass as well as copper surfaces were almost identical. Generally stating, for the tested fluids (apart from the agent R-12) the highest heat flux values were recorded for brass, then copper and lowest for stainless steel samples. At the same time, it needs to be noted that boiling offers significant possibilities in terms of heat transfer. Further increase in dissipated heat flux is possible with the application of additional coatings on the smooth surface and the production of treated surfaces to enhance heat transfer. Such specially made surfaces can be used both in pool boiling (e.g. (Orman, 2016; Pastuszko, 2010; Pastuszko, 2018) and flow boiling (e.g. Strąk K. et al., 2018) . Although, the presented paper deals with flat surfaces, experiments on mechanically treated tubes are also available in literature. For example in (Passos and Reinaldo, 2000) test results of R-113 boiling inside aluminum smooth and grooved tubes have been shown. The produced grooves had the depth of 310  59 m and the distance between each amounted to 250 m. The heat transfer coefficient of the grooved tube proved to be higher than that of the smooth tube. The current paper is focused on boiling enhancement with the application of pin-fins, namely small -scale fins arranged regularly on heater surfaces. However, highly efficient might be a combined application of surface extension with the use of microfins and another technique, for example sintering perforated foil on the pin-fin array as presented in (Pastuszko, Wójcik, 2015) . Some other methods also seem possible to be used, especially for heat pipe applications as discussed in (Nemec et al., 2009; Čaja et al., 2014 and Nemec et al. 2017 ).
MATERIAL AND METHOD
The experimental analysis has been focused on mechanically treated heater surfaces with the microfins of different geometry. The samples had the diameter of 3 cm and the height of 3 mm. The height of the pin-fins was 0.40 mm and 0.90 mm, while the distance between neighbouring fins: 0.64 mm and 0.85 mm. Figure 1 presents an example sample. The tests on the copper samples were performed on the experimental set -up, whose main element has been presented in Figure 2 . The produced specimens containing microfins were soldered to the copper heating block. There was an electric resistance heater located in it that produced heat, which was later conducted to the samples (the block was insulated from the surroundings with high temperature thermal insulation). The power of the heater was increased steadily during the measurements using the autotransformer with given steps to provide a few data points which enabled to draw the boiling curves. -sample with the mesh [Orman, 2013] The obtained boiling curves under ambient pressure contained information about the thermal performance of each sample in the nucleate boiling regime of heat transfer and the importance of each geometrical parameters' combination with regard to boiling enhancement.
RESULTS AND DISCUSSION
The experimental analysis on boiling heat transfer on microfinned surfaces has been done on the samples of pin -fin height of 0.40 mm and 0.90 mm and presented by the co-author in (Orman, 2016) . Based on the data of boiling performance of the treated surfaces in the form of the boiling curves for both considered liquids (distilled water and ethyl alcohol), it is possible to analyse the phenomenon of boiling enhancement. Below the graphs of the enhancement ratio (the ratio of heat flux dissipated from the microfinned surface to the heat flux from the smooth surface) vs. superheat value (defined as the temperature difference between the heater and the liquid) have been presented basing on the data from (Orman, 2016) . First of all, the performance of the sample with higher pin-fins seems to be much better (Fig. 3) , if the boiling agent is distilled water. It proves the statement that the application of higher (longer) fins leads to higher heat flux values than shorter ones (at the same distance of 0.64 mm between the microfins). Thus, the surface extension might be responsible for such elevated heat fluxes and better thermal performance of such sample and not the number of active nucleation sites available on the heater surface at located between the microfins. In the considered case the length and, consequently, the surface area for heat exchange, is over twice higher for the longer microfins. Thus, the surface extension is significant. It needs to be noted, however, that the dependence on Figure 3 is almost linear, which is related to the small range of superheat under investigation. A broader range of temperature differences has been analysed below in Figure 4 for ethyl alcohol (of 99.8% purity) boiling heat transfer and two samples of significantly different microfin lengths and the distance between them of 0.64 mm and 0.85 mm. The curves are almost identical, despite different geometrical parameters of the specimen, as opposed to the research data for distilled water. This might be related to the low viscosity and wetting properties of this liquid. The vapour bubbles are smaller for ethanol and the boiling performance might not be linked to the distance between the 7,0 7,5 8,0 8,5 9,0 9,5 10,0 10,5 fins, where bubbles might grow and join together before departure from the surface. The performance of the smaller pin-fins might be improved due to the larger surface of the heater in the case of the distance of 0.85 mm. This surface has higher temperature and, as a result, boiling might be more intense (reaching values recorded for the longer fins). It needs to be stated that temperature falls significantly on the microfins and, thus, smaller microfin density might be advantageous for heat transfer intensification, as can be concluded from the presented figures. For both the liquids, it needs to be noted that as the superheat increases the values of heat flux recorded for the microfinned surfaces become similar to those of the smooth surface. It is clearly visible in the case of ethyl alcohol, however, the phenomenon might be the same for distilled water if data on higher heat fluxes was presented. It backs the observations of other researchers in this area, which also report such phenomena.
CONCLUSION
Boiling heat transfer can be significantly improved if pin -fins are applied onto the heater surface. The performance of such phase -change heat exchangers can be very good with heat flux values much higher than the those recorded during testing of the smooth surface. In the presented article the highest enhancement has been given as even nine times higher value for the microfinned surface. Consequently, such heat exchangers can dissipate much more heat at the same temperature difference. Further tests on different boiling agents are necessary and could increase the experimental database on the considered issue. The research methodology applied in this research may be inspiring for other researcher, especially focused on fluid flow Domagala et al., 2018b) , on hydraulic components of heavy-duty machines Filo et al., 2018b; Krawczyk and Sobczyk, 2018) and their possible failures (Fabis- Domagala et al., 2018) . Methods allowing fast and effective boiling should be also of interest for a combustion technology (Opydo et al., 2016) , power plant branch (Dwornicka, 2014) and biotechnology sector (Skrzypczak-Pietraszek et al., 2018) . Material aspects of this research may be also interesting for materials science researchers focused on modification of materials properties (Lipinski, 2015) , its surface layer (Kmita and Bara, 2012; Bara et al., 2016) and related analytical methods (Gadek-Moszczak and Wojnar, 2009; Gadek-Moszczak et al., 2014) . Finally, in order to strengthen the research function of the university (Kozien and Kozien, 2017) , the mentioned results should be widely disseminated, among others in form of scientific and industrial databases (Gawlik et al., 2015; Karpisz and Kielbus, 2018) .
